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Central Heating Pump





Boiler Pump





Cylinder Stat.





Key


Live                              Switch Wire


Neutral


Earth


Switch from terminal 3 on programmer


Switch from terminal 4 on programmer





5 core from  Programmer





Boiler





Switched live to boiler.  Some boilers may require a permanent Live.  Refer to boiler instructions for details.





THERMflow Double Pump Kit


Wiring Diagram.





To be used in conjunction with the attached wiring instructions





Pre-wired by 


McDonald Engineers





To be wired on site








